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@ @ @ @ @ GENERAL DEMOLITION NOTES

CONSTRUCTION CONSTRUCTION 1. OBSERVE ALL VA RULES AND REGULATIONS DURING DEMOLITION.

LIMIT LINE LIMIT LINE 2. CONTRACTOR SHALL TAKE ADEQUATE PRECAUTIONS TO PROTECT ALL
ADJACENT AND REMAINING BUILDING COMPONENTS DURING DEMOLITION.
% CONTRACTOR TO REPAIR ANY ITEMS OR AREAS DAMAGED DURING

CONSTRUCTION AT NO COST TO THE VA.

VESTIBULE

3. ALL DIMENSIONS TO BE VERIFIED IN FIELD WITH EXISTING CONDITIONS.

4. REPLACE AND/OR REPAIR ALL DAMAGED MATERIALS AND OTHER MATERIALS
IN AREAS AFFECTED BY DEMOLITION.
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5. FIELD COORDINATE ALL EXISTING ITEMS THAT OBSTRUCT NEW CONSTRUCTION
- g — AND RESOLVE ITEM RELOCATION WITH COTR PRIOR TO DEMOLITION. ITEMS

I INCLUDED ARE, BUT ARE NOT LIMITED TO, ELECTRICAL CONDUIT, ELECTRICAL
_ _ RECEPTACLES, SIGNAGE, AND OTHER OBSTRUCTIONS. REFER TO

i I I ARCHITECTURAL DRAWINGS FOR ADDITIONAL INFORMATION.
/ N I I 6. COORDINATE ALL DEMOLITION ACTIVITIES WITH COTR.

% _ IR L | 7. CONTRACTOR RESPONSIBLE FOR DISMOUNTING ALL WALL MOUNTED
| L ——— A | P @ EQUIPMENT, HANDRAILS, BUMPER GUARDS, PLATES, SIGNAGE, ETC. TO
|
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PREPARE ALL WALLS THAT ARE SCHEDULED TO RECEIVE NEW PAINT.

CONTRACTOR SHALL VERIFY WITH COTR BEFORE DISMOUNTING ANY [TEMS IN
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/ / / / / e- / | TYP TYP 1223 RESPONSIBLE FOR REMOUNTING ALL ITEMS UNLESS INSTRUCTED OTHERWISE.
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EXISTING WALL TO BE REMOVED FULL HEIGHT INCLUDING BRACING.
REFER TO MECHANICAL AND ELECTRICAL DRAWINGS FOR RELATED WORK.

\@ — EXISTING CEILING GRID AND CEILING TILE TO BE REMOVED INCLUDING ALL
SUPPORT HANGERS AND WIRES. REFER TO MECHANICAL AND ELECTRICAL
DRAWINGS FOR RELATED WORK.

EXISTING FINISH FLOOR AND BASE TO BE REMOVED INCLUDING ADHESIVES.
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EXISTING DOOR, DOOR FRAME, AND HARDWARE TO BE REMOVED.
EXISTING WINDOW AND WINDOW FRAME TO BE REMOVED.
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EXISTING CORNER GUARD TO BE REMOVED.
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EXISTING HANDRAIL AND BUMPER TO BE REMOVED.

EXISTING WALL TO BE REMOVED FOR INSTALLATION OF NEW DOOR.
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EXISTING MEDICAL EQUIPMENT TO BE RELOCATED DURING
DEMOLITION AND CONSTRUCTION. COORDINATE WITH COTR.

EXISTING FIRE EXITINGUISHER AND CABINET TO BE REMOVED AND
RELOCATED PER NEW PLAN.
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EXISTING CLOCK TO BE REMOVED AND CLEANED FOR REUSE.

EXISTING GYPSUM BOARD HEADER TO BE REMOVED INCLUDING ALL
SUPPORTING STRUCTURE.

EXISTING HVAC GRILL TO BE REMOVED. REFER TO MECHANICAL
DRAWINGS FOR RELATED WORK.
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EXISTING TELEPHONE AND SHELF TO BE REMOVED AND
RELOCATED TO NEW LOCATION. REWIRE JO NEW LOCAT|ON.

EXISTING DOOR OPENER TO BE REMOVED AND RELOCATED. REFER
TO ELECTRICAL DRAWINGS FOR RELATED WORK.

EXISTING TELEVISION AND SUPPORT BRACKET TO BE REMOVED
AND CLEANED FOR REUSE. REWIRE CABLE AND ELECTRIC TO
NEW LOCATION.

FETY MIRROR TO BE REMOVED AND CLEANED FOR REUSE.

three quarters inch
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EXISTING ELECTRONIC SIGN TO BE REMOVED AND CLEANED FOR
REUSE. REWIRE TO NEW LOCATION.

EXISTING PICTURES, PHOTOGRAPHS, AND SIGNS TO BE REMOVED
AND CLEANED FOR REUSE LOCATED AS DIRECTED BY COTR.
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H/_ _ <o _Wlll_l___ TO BE CUT OFF BELOW FINISH FLOOR.
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_ | | ___ % EXISTING PLUMBING FIXTURE TO BE REMOVED. REFER TO PLUMBING
_ i 1
/@\ U - @ EXISTING CASEWORK AND GLASS ENCLOSURE TO BE REMOVED.
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DRAWINGS FOR RELATED WORK.

(24) EXISTING FLOOR TRANSITION STRIP TO BE REMOVED.
M | DEEEE | B | L lc (25) EXISTING FINISH FLOORING TO BE REMOVED TO THIS POINT.
1209 1 ﬁ (26) EXISTING COLUMN COVER TO BE REMOVED.

B EXISTING FURNITURE TO BE RELOCATED DURING DEMOLITION AND
_H_ _r|_r| 4 CONSTRUCTION AND REPLACED AFTER CONSTRUCTION PER DIRECTION OF
COTR.

@ EXISTING SURGICAL LIGHT AND SUPPORTING STRUCTURE TO BE REMOVED

one foot
4
m

EXISTING CEILING MOUNTED CUBICAL CURTIAN, |V. TRACKS, AND

i ] WATTING 1PES ACCESSORIES TO BE REMOVED.

@ EXISTING MEDICAL GAS SHUT OFF TO BE REMOVED. SEE MECHANICAL
PLANS.

m_ _r|_H EXISTING VIEW BOXES TO BE REMOVED. RELOCATE PER NEW FLOOR
- PLAN.

@ EXISTING OVERHEAD GRILL, TRACK, AND ACCESSORIES TO BE REMOVED.

three eighths inch
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EXISTING PHARMACY EQUIPMENT TO BE RELOCATED. COORDINATE WITH
—_ e e COTR.

e REMOVE EXISTING CALL LIGHTS, SPEAKERS ETC. AS REQUIRE IN CEILING.

EXISTING PATIENT DIGITAL ALERT BOARD AND BELL TO BE RELOCATED
VERIFY NEW LOCATION WITH COTR.

o g REMOVE EXISTING HOSE BIBS AND CAP EXISTING PLUMBING BACK AT
SOURCE, TO INSTALL NEW DOOR.

_U>_N|_|_>_I _H__Nmn_n _H_IOO_N _Umzo_l_n_u_oz _U_I>Z REWORK EXISTING HVAC DIFFUSERS AND RETURNS AS REQUIRED TO

INSTALL NEW WALL.

1/4" = 1’=-0" @ REWORK EXISTING CEILING GRID AND TILES AS REQUIRED TO INSTALL
<+ F t NEW WALL REPLACE ANY BROKEN CEILING TILES IF NEEDED.

@ RELOCATE EXISTING POWER OUTLET AND THERMOSTAT TO INSTALL NEW
DOOR.

one foot

9 REMOVE EXISTING DOORS AND HARDWARE, EXISTING FRAME TO REMAIN
AND RECIEVE NEW DOORS

e REMOVE EXISTING EXIT SIGN AND INSTALL IN NEW LOCATION, SEE
REFLECTED CEILING PLAN.

9 REMOVE EXISTING CONDUIT, WIRING, AND BOX WITH SUPPORTS, VERIFY
WITH COTR PRIOR TO REMOVAL AND WHO TO TURN OVER TO.
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